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NOTES: Power Systems Inc.

1. BREAKER DIMENSIONS ARE APPROXIMATE
2. UNIT OFFSET 1.50" LSFG

3. DUCT FLANGE WIDTH 23.91"

4. FUEL SUPPLY: 3/8" FUEL RETURN: 1/4”
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. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY

ENG: 4045HF285 | Gen: 362

RaD: DR3266 | BAsE: 2-0385 |Hss: NA
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