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BREAKER DIMENSIONS ARE APPROXIMATE

N

2. RADIATOR CORE WIDTH 24.62” Power Systems Inc.
3. FUEL SUPPLY: 5/8” FUEL RETURN: 3/8”
4. (OPTIONAL): EXHAUST HOOD INCLUDED LEVEL 3 ENCLOSURE ONLY ENG: 1104D-E44TAG2 |GEN: 362
5. (OPTIONAL): EXHAUST ROUTED THROUGH EXHAUST HOOD LEVEL 3 ENCLOSURE ONLY
RAD: BASE: 2- HSG: -
6. (OPTIONAL): SOUND ATTENUATION FOAM INCLUDED LEVEL 2 & 3 ENCLOSURES ONLY W/ ENG 2-0651 WPE-100
7. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY DATE: 09-10-18 ‘BY: KAP ‘DRAWNTOSCALE




