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NOTES: N

1. FUEL INLET 3/4 NPT OlL DRAIN 23.00 LIFT

2. RADIATOR CORE WIDTH 20.18” HOLE (4X)

3. APPROX. BREAKER LOCATION SHOWN

4. (OPTIONAL): EXHAUST HOOD INCLUDED LEVEL 3 ENCLOSURE ONLY

5. (OPTIONAL): EXHAUST ROUTED THROUGH EXHAUST HOOD LEVEL 3 ENCLOSURE ONLY
6. (OPTIONAL): SOUND ATTENUATION FOAM INCLUDED LEVEL 2 & 3 ENCLOSURES ONLY
7. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY

>— APPROX. BREAKER LOCATION

(54.

I

H DRAWING: PS25-01-HSD

EXHAUST SYSTEM
/H\/TAKE AREAS
FUEL INLET

i

40 AMP
CIRCUIT BREAKER
(OPTIONAL)
00)
48.00
33
(FU I
REVISIONS:
LEVEL:| DESCRIPTION: | DATE: | BY:
NA | NA | NA [NA
BLUE ST>
36.00
?$.688 MTG.
HOLES (6X) Power Systems Inc.

ENG: PSI 2.4L | Gen: 283

RAD: W/ ENG | BASE: 2-0563 | Hse: WPE-111
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