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|>—APPROX. BREAKER LOCATION

| — 70 LITER DEF TANK

19 GALLONS
FUEL STUB-UP
AREA 8 X 8
(225.00)
180.00
2-30.00 DOORS 2-30.00 DOORS
10.00 (BOTH SIDES) (BOTH SIDES) 40.00
45.00 (OPTIONAL
= EXHAUST HOOD) — ~ 10.00
|- CONTROL
PANEL
(113.00)
103.00

68.00

50.50 (DOOR)

(CORE)

14.62 500 10.00

. : . !
10.00 | 40.00 | 40.00 | 40.00 | 10.00 0815 MTG'/
140.00 HOLES (8X)
©4.00 LFT
HOLE (4X)

NOTES:

BREAKER LOCATION IS APPROXIMATE

. FUEL SUPPLY: 3/8” FUEL RETURN: 1/4"
. RADIATOR CORE WIDTH: 41.90"

(OPTIONAL): EXHAUST HOOD INCLUDED LEVEL 3 ENCLOSURE ONLY

. (OPTIONAL): EXHAUST ROUTED THROUGH EXHAUST HOOD LEVEL 3 ENCLOSURE ONLY
. (OPTIONAL): SOUND ATTENUATION FOAM INCLUDED LEVEL 2 & 3 ENCLOSURES ONLY
. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY
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