APPROX. WATER HEATER LOCATION

— 30.53 —
APPROX. BATTERY LOCATION 8.59
~—‘ =~ 2.63 r 2.63
‘ ‘ ‘ ; I T
“ 14.56
.. {2325
E ™\ APPROX. BREAKER LOCATION
‘ 50.00 1 FUEL STUB-UP ) <948 ,
LOCATION 10 X 10
81.54 51.76
- (ENGINE /RADIATOR) B (GENERATOR) .
17.00
54.68 | $8.00 EXHAUST (EXHAUST) 7]
(EXHAUST) | OUTLET

(2.40) — |-

62.75

78.95  (bUCT
(EXHAUST) FLANGE)

)

=

CONTROL
/

PANEL
o
E=

(100.00)

88.77

EXHAUST

SYSTEM

AIR

FILTER

+ \ | ™
10.92 ‘ Elﬂ 0O ‘ 10.00 @U‘ ‘
: : : * ), ‘
10.00 32.50 | 32.50 | 32.50 | 1000 | 75.75 l‘
150.00 HOLES (woxj/ <;§ﬁgg> ‘
OIL DRAIN

NOTES:

1. BREAKER LOCATION IS APPROXIMATE

2. FUEL SUPPLY: 1/2” FUEL RETURN: 3/8"

3. DUCT FLANGE WIDTH 43.00"

4. (XX.XX) DIMENSIONS ARE FOR REFERENCE ONLY
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